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Specifications

Voltage 230V
Frequency 50HZ
Rated power 8KW
Max power 8.5KW
Cylinder Capacity 457cc

Accessories

Spark plug wrench

Plug 16A (x2)

Plug 32A

Funnel

Wrench10-13mm

DCCable

Wheelsand handle




Trouble Shooting Guide

TROUBLE: thegenerator fails tostart

Checktoseeif theignition switchisat ON

Check engine oil level.

Check the fuelinside tank.

Remove the spark plug. and checkit for proper sparks.

The environmental conditionrequired to operatethe generator:
Suitable temperature: -15°-40°.

Suitable humidity: lower than 95%.

Suitable altitude: under 1.000 meters (The power load should be
reduced where the generator is used at altitudes greater than 1000
meters.)

EL 1



1.Remove the spark plug cap.

2.Cleanthe sparkplug base.

3.Remove the spark plug with the spark plug socket spanner.
4.Inspect the spark pluginsulator visually for damage. Ifitis damaged.
replaceanewone.

5.Measure the spark plug clearance withafeeler gauge. The clearance
should be kept between

0.70 and0.80mm.

6. Inspectif the washer of the spark plugisin good condition.

7. Reinstall the spark plug and tighten it with the spark plug socket
spanner. Press down the washer of the spark plug and place the spark

plug cap.

Valveclearance (should be conducted by a professional person)

aﬁm’}! }

-

,

Remove the cylinder cover and measure the valve clearance with the
feelergauge. Theclearancesare 0. Immfortheinletvalveand 0.15mm
for the outlet valve.



Replacetheengineoil

Maintenance
Cleantheairfilter

Foam filter element

ELEMENT ~ ™~
@_;

Bolt — " “Air filter cover  Air filter element

The air cleaner system uses a foam element that can be washed and

reused.

1. Open the cover with the lock nut and remove the foam air filter

element.

2. Wash the foam element in liquid detergent and water. thenrinsein

clean water and squeeze dry ina clean cloth.

3.Saturate the foam filter with clean engine oil. remove excess by

squeezing into a dry clean cloth.
4. Refittheairfilterandair filter cover.

Maintenance
Cleanthesparkplug

0.70-0.80 mm

L 1



If the generator is not used regularly remove the fuel via the drainage
bolt of the carburetor and drain the fuel tank. Then tighten the
oil drainage bolt again. If a quality fuel stabilizer is used then this

procedure can be ignored.

Maintenance
User should service theunitaccording to themaintenance Scheduleas
follows:
Every
ETER7 ey Every 50 100
hours or Every 300
Schedule for . q 3 hours or hours
daily in the first hours or every
regular every 3 or
month of year
g months every 6
initial use
months
Inspect the oil level
Engine oil
Replace © o
Inspect
Air filter
Clean b
Fuel strainer bowl Clean *
Spark plug Clean © Replace
Valve clearance Adjust *
Cylinder head Wash Every 300 hours
Fuel ta.nk and Wash Every 2 years
strainer
Oil tube Replace Every 2 years




2.Turnthe fuel valve to the OFF position.

3.32) One push off/One pushstart:
Press the switch for 1second and release it to turn off the generator
set;

@ E@ﬂ
® C&%}HSD

N

b) Remote off:
Press the stop button of the remote-control key for 1 second to
release. and the generator set will be closed;

72 orr

@l @/’B

To stoptheunit quicklyinanemergency:

Turnthe engine switchto the OFF position.

Warning: The surface temperature of the generator the unit are still
high after shutdown. and it should not be moved or touched before
cooling down to avoid the possibility of burns.




3. Turnthe switchonthe control panel to “ON" position.

4. One push start generator: Push the switch lightly and keep it for
1s. generator would get started. If you failed. please push the switch
after 15s. Withmore than 5 times failure, please check your generator
condition. If using remote start then hold down START on the remote
key fob until the generator starts. then release.

5. To operate electrical equipment. turn the circuit breaker ON. Please
note that when using several appliances at the same time. do not
add the next one unless the generator and other items are running
normally. The total power of the loads should not exceed the rated
power of the unit.

6.Pluginelectricdevices.

Stopping the Engine

1.Removeanyload fromthe generator.

e |0

B s Y
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b) Warm Start: Open the choke by moving it toward the wheel of the
generator.

4. Firmly grasp and pull the recoil handle slowly until until you feel
increased resistance. At this point. apply a rapid pull while pulling up
and slightly away from the generator.

5.Pluginelectricdevices.

Operation
Starting the Engine(Electric Start)

1.Unplugallloads from the generator.
e
<=

H

e

”E;
or=s i3 |
S B

2.TurntheFuelvalve tothe ON position

)
)




Open the fuel fill cap and fill with a Ethanol Free 91 octane gasoline (95
and 98 octane may

be used). The fuel level position will be displayed on the indicator
opposite the fuel cap. When filling the tank the maximum fuel position
shall not exceed the inner strainer of the Fuel tank as indicated above.
Warning: keep away from any possible ignition source when filling
gasoline; do not fill the fuel tank while the generator is in operation.

Operation

Starting the Engine (Recoil start)
1.Unplug allloads from the generator.

Sl

m:ﬁe_.’
i

@ Gﬂl-m amﬂ(.‘

H me

2.Turnthe fuel vale to the ON position

_x:

3.Manually set the choke:
a) Cold Start: Close the choke by moving it right towards the front
handle of the generator.




Pre-operational

Addengineoll

Unscrew the oil dip stick. add engine oil SAE20W/50 (oil requirements
may vary if operating in extreme temperatures. refer above table. Fill
the oil to the top of the thread indicated as "Correct Oil Level" above. If
oilis spilt wipe off machine to avoid fire hazard and from the ground to
avoid slipping.

Correct
Oil level

Connect electric battery (electrical starting only)

Connect the battery. red for positive terminal and green for the
negative terminal and make sure you tighten the nuts. Pay attention
andavoid contact betweenpositiveand negative terminal to eliminate
the chance of short circuit. Make sure you place the rubber protective
covers over the terminals.

Fillfueloil




PARTS LIST

Oil tank cap
Fuel tank

Fuel Valve

Air filter

Recoil Starter Grip

Spark plug

Carburetor

Muffler
Cylinder head



= The wheel is adopted for convenience of equipment moving. do not
useitinlong distance. otherwise it will be damaged.

=During generator operation. avoid coming into contact with any
revolving parts.

= During generator operation. observe surroundings. make sure there
isnoriskto the generator

= peopleand nearby equipment.

«During generator operation. do not lift or re-position. Turn the
generator off ensuring it has come to a complete stop.

= Do not place weight on the equipment.

= The wheel is adopted for convenience of equipment moving. do not
use it in long distance. otherwise it will be damaged.

2L 1



Failure to follow the instructions in this manual may result in serious
equipment damage. personal injury. or even death. Always read and
understand all safety labels and this user manual thoroughly before
operating the generator.

Safety Instructions:

sUse outdoors only. exhaust gas released from the equipment
contains Carbon Monoxide (CO). which cannot be seen or smelt.
Excessiveinhalationof COmay causealoss of consciousnessand may
claim life in extreme circumstances.

= Do not use this generator if exposed to rain or if wet. and storeinan
enclosed area when notin use.

= Keep the generator clean. remove any gasoline or oil spills on or
around the generator.

= Do not connect the generator unit with mains supply or other power
sources, useit alone.

= During generator operation. do not touch exposed wires.

= During generator operation. keep children a safe distance from the
generator unit.

= DO NOT use the generator unless it is fully assembled as instructed
in this manual.

= Properly ground the generatorand verify groundingisin place before
each use. Grounding regulations vary by location. consult a qualified
electrician for verification.

sltis strictly prohibited to add fuel while the generator is operating;

» When adding fuel. keep far away from any ignition source. and NO
smoking;

= When adding fuel. pay attention not to spill fuel on the equipment. if
fuelis spilt

» clean it immediately. and only start it up when the spilt fuel has
evaporated completely;

= During operation. be sure there are no combustibles within a 2m
range.

=In case of long-term nonuse. make sure youuse a fuel stabilizer.

= Do not place weight on the equipment.



Safety Instructions

PARTS LIST

Pre-operational

Connect electric battery (electrical starting only)
Operation

Operation Starting the Engine(Electric Start)
Stopping the Engine

To stoptheunitquicklyinanemergency
Maintenance

Replace the engineoll

Cleantheair filter

Cleanthe spark plug

Trouble Shooting Guide

Specifications



[Zimberg After Sales Service

East Azerbaijan West Azerbaijan HEGEN] Ardabil

Alborz Tehran South Khorasan [ charmahal & Bakhtiari
Razavi Khorasan North Khorasan Zanjan Khuzestan
Semnan Sistan & Baluchestan Ghazvin Fars
Ghom Kordestan Kermanshah Kerman
Boyer-Ahmad Golestan Lorestan Gilan

\EFELGETED] Markazi Yazd Hamedan

Formoreinformationaboutthe contact detailsandaddress of thecompany'’s
Authorized Service Centers. please visit our website ZIMBERG.COM or call
free telephone No.90008009



WE ARE EFFICIENT

Guaranteed
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